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While walking into the plant a Group Leader noticed that the dust collector for building #9 was releasing powder from 
the blower discharge port when the collector would activate its blow down mechanism for the bags inside of the 
collector. The current process in the PK is 3915 pill mix but we had previously run OxyVinyls Catoxid. He had the 
operator turn off the dust collector and then contacted engineering to resolve the issue. 
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Explanation of Root Causes 

31 -Dust bag were reused instead of installing new ones. This ~;aused a poor seal on the bags, leading to the dust 
dis~;harge. 
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I~ I Corrective Action(s) to prevent recurrence Responsible Person 

I 

I 
~~~tall new dust collector bags ~~bag house for 
bldg #9 dust collector. 

.. ·---
2 Assign an engineer to investigate bag monitoring 

systems for dust collectors for the Elyria plant. 
Add a capital project to the list to execute a 
project if a suitable type is found 
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Manager I Dept. Head Leon Zavodnik 04/26/2015 11:29 AM 

EHS Unit Coordinator Valerie Topete 05/04/201511:48 AM 
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